Abstract − The aim of this study is to evaluate and compare the impacts of heat recovery ventilation (HRV) and exhaust air heat pump (EAHP)-based solutions used in renovated buildings, which make it possible to reach performance class C in district heating (DH) area CO2 emissions, primary energy consumption and total energy costs for consumers. Evaluation is based on the methodology presented in the previous research paper [1]. Calculation results show that the use of EAHP has a negative impact on DH sustainability (heat losses in the DH network, DH heat price, reduced consumption of DH heat) and CO2 emissions related to energy delivery (heat and electricity) to consumers in the DH area. Positive aspects of the EAHP use include the fact that almost the same primary energy consumption level can be achieved with lesser (up to 7 %) annual costs (annual capital costs, DH heat costs and electricity costs) and lower initial investments (about 10 %). At the same time, every renovated building with EAHP will experience a negative impact on heat prices. In DH areas where almost all buildings are renovated with EAHP, cost savings are not as evident compared to buildings with HRV in DH areas where the use of parallel consumption solutions (EAHP) is minimized. It is reasonable to promote these renovation packages and solutions that benefit the building's primary energy reduction, and also do not increase electric energy consumption (additional electric power generators are needed) and do not damage DH networks.
INTRODUCTION
Improving building energy efficiency is considered to be one of the main measures for achieving climate goals, introduced in EU Roadmap for moving to a competitive low carbon economy in 2050 [2] . The reduction of building energy consumption is possible due to renovating heating and ventilation systems and the envelopes and it is common and to be expected. Improving the heating systems includes heat substation renovations, equipped with high operational security level and control possibilities, changing control unit and circulation pumps, that gives the possibility for the system to be flexible in heat delivery [3] . The natural ventilation system is changed by ventilation with heat recovery because natural ventilation leads to increased heat consumption in buildings [4] , [5] . Renovation of the building envelope, including changing windows, renovation of walls, roof and the basics is also very important because it offers large potential for energy savings [6] . The increasing price of energy leads to the situation, that building energy efficiency improving works are growing all the time [7] . All above mentioned building refurbishment and heating/ventilation renovation solutions, 2 which lead to heat demand reduction, have to be considered while planning and designing the DH elements, such as dimensioning the renovated DH networks and choosing the optimal capacity for new heat production units [8] , [9] . The problem appears when during renovations the new heat energy sources are implemented, thus reducing the heat consumption from the DH system. When the heat consumer connected to the DH system also consumes heat produced by other energy sources, it leads to parallel energy consumption.
New energy efficiency standards, lead to renovation of existing buildings, including in the apartment building sector [10] which plays a significant role in reducing energy consumption and CO2 emissions. A significant amount of consumers in DH areas renovate buildings in order to reach performance class C (energy performance indicator (EPI) or calculated annual primary energy (PE) consumption of ≤150 kWh/m 2 [11] ), which is required by the Estonian renovation grant program in order to be eligible to receive a 40 % return on renovation costs. Energy savings achieved in the buildings reconstructed with the support should reach 50 % for apartment buildings in 2030 and 40 % for small residential buildings.
It should be noted that for building energy performance determination primary energy index is used [12] . This index is based on primary energy factors (PEF) of energy carriers. The outcome of the building energy performance evaluation is impacted by PEF values. The definition of PE is energy that embodied in natural and has not undergone any engineered conversion or transformation (i.e. fossil fuels, solar, wind). Secondary energy is energy, transformed from PE, through energy conversion processes (i.e. electricity). PEF are used for the evaluation of the energy carriers, comparing them to the corresponding energy sources. PEF are determined coefficients, calculated as the inverse of the ratio between one unit of energy delivered to the building and n units of PE consumed to deliver it. For PEF calculation such factors, as energy utilization, required for energy carriers' transmission and distribution and conversion or transformation efficiency are taken into account. It means, that calculating the energy performance of a building not only the building aspects, but also the energy supply chain aspects are considered, when PE index is used. Primary energy factors are usually based on national or relevant European standards [13] , [14] .
EPI depends on the implementation of various integrated technical energy solutions (ITES) to achieve a certain energy consumption level, as well as the energy sources used. ITESs used in buildings which consume energy from nearby produced energy sources or other external networks (located outside of buildings, i.e., DH and cooling networks, power grids) will affect these networks.
It is very important to evaluate how energy efficiency measures in buildings influence district heating system [14] . In [15] the complexity of evaluating the influence of energy saving measures in buildings with district heating is discussed. In [16] it was analysed, how end user energy efficiency measures can influence energy efficiency of district heating CHP and boilers. The synergistic effect can be different (negative, positive or neutral).
Low heating carrier supply and return temperature are one of the main conditions that are required for future sustainable 4 th generation district heating [17] . Parallel energy consumption can arise as one of the barriers encountered by the existing DHS during the transition towards 4 th generation DH, due to high return temperatures [18] . Currently, two ventilation systems make it possible (EAHP and HRV) to achieve excellent energy efficiency and indoor climate. Gustafson et al. analysed HRV technology in terms of life cycle cost, discounted payback period, primary energy consumption, CO2 emissions and non-renewable energy consumption [19] . Thalfeldt et al. have studied how EAHP influence district heating energy use and return temperature [20] .
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3 EAHP and HRV are approved by the Estonian apartment building renovation grant program [21] . EAHP (which consumes a significant amount of electricity to drive the heat pump) is a preferable choice for Co-operative Housing because it allows reaching the EPI level required to obtain renovation grant with minimum investment costs [22] .
The aim of this study is to evaluate the impacts of HRV and EAHP-based ITESs, which make it possible to reach performance class C in DH area. The evaluation is based on the approach for determining the effect of parallel consumption on the DH system, presented in the previous research paper [1] .
This approach requires a comparison of changes in techno-economic parameters of the district heating network and buildings under the following conditions:
− Nearly all buildings connected to the DH network are rehabilitated/built in accordance with ITES without parallel consumption (basic conditions, basis for comparison); − And vice versa, the use of alternative ITES is close to 100 % (modified conditions).
BASIC DH AREA CONDITIONS

Consumers
Usually the consumers of DH network have various EPIs, energy consumption profiles and ITES. It acceptable is to use a common building type which prevails in a particular area. ITESs without or with a minimal parallel consumption (heat delivered from the grid, no local heat production from external energy sources exists) can be selected. This approach can be applied for parallel consumption evaluation both for existing buildings to be renovated and new planned users/consumers. A significant portion of renovated buildings are supported by Estonia's national grant program (up to 40 % of the eligible costs). To ensure maximum support for the rehabilitation, the building must comply with the following main conditions [21] :
− Performance class C (EPI ≤150 kWh/m 2 ); − U value of exterior walls ≤0.22 W/(m 2 K), U value of roof ≤0.12 W/(m 2 K), U value of windows ≤1.10 W/(m 2 K); − Use EAHP or HRV ventilation heat recovery; − Assure constant air exchange rate ≥0.5 h -1 in apartments. A standard 5-storey precast concrete building extensively manufactured during the period of 1960−1990 was used for this study. The building model, building data and modelling results for HRV (Option 1) and EAHP (Option 2)-based renovation packages are similar to the results presented in the previous research paper [20] , where a dynamic simulation model IDA-ICE 4.7 [23] was used. For model simplifying a multiplier 3 was used for middle floor zones. It means that both the ventilation air and heating system water mass flow from respective zones was multiplied by 3. The internal horizontal slabs of the middle floor zones were adiabatic however it is a reasonable simplification because temperatures were similar at different floors. The building net area was 3519 m 2 and heated area was 2968 m 2 . The renovation ITES solutions are developed for HRV and EAHP. Renovation ITES solutions comply with the Estonia's national grant program conditions listed above. The main modelling results of the renovation packages are shown in Table 1 . The energy demands and purchased energy data shows that EAHP increases the amount of energy emitted by radiators compared to a building with HRV (Fig. 1 ). Delivered and primary energy (PE, given in kWh/m 2 ) include building all energy requirements. The HRV is not equipped with a heat pump, EAHP does not have supply air heating. On the other hand, HRV had increased energy consumption by fans and supply air preheating during cold weather conditions. Energy consumption for domestic hot water and lighting is identical.
EAHP examples have increased total energy demand, but the purchased energy amount was smaller compared to the HRV example. The reason is because of the seasonal coefficient of performance (SCOP) for EAHP. However, initial PE in the EAHP case was higher (primary energy factor for electricity was 2.0 and for district heating 0.9) [24] . 
DH System Input Data and Assumptions
For evaluation of parallel consumption, it is reasonable to select DH system properties which are typical for specific location. In Estonia, biomass (wood chips) boilers are common to cover the base load, and a natural gas or light fuel oil boiler for peak loads (we used natural gas for further calculations). DH network properties used for calculations are:
− Heat produced from wood chips − 85 %; − Biofuel boiler average annual efficiency − 85 % [25] ; − Natural gas boiler average annual efficiency − 92 % [25] ; − Relative heat losses in the DH system − 15 % [25] ; − District heating price − 55 EUR/MWh; − Share of fixed operating and maintenance costs (of the total heat price) − 45 %; − Natural gas CO2 specific emissions − 0.198 tCO2/MWh [26] ; − Wood chips CO2 specific emissions set equal to zero [26] . Use of EAHP in Option 2 will decrease the consumption of DH heat and increase electric energy consumption.
To evaluate the impacts of increased electricity consumption, we used the following data: − Electricity CO2 specific emissions -1.1 tCO2/MWh [27] ; − Electricity price -90 EUR/MWh.
Calculations
The main properties and values illustrating basic DH area conditions are shown in Table 2 . These values describe conditions where almost all consumers' buildings in the DH area are renovated in accordance with Option 1 (using HRV and parallel consumption minimized), and the number of buildings renovated using Option 2 (the EAHP case) is negligible. Thus, we assume that the impact of Option 2 on heat prices and heat losses is also negligible. Some clarifications on the structure of Table 2 are as follows: − An equation to calculate an appropriate parameter value is shown in square brackets. Values related to other parameters are linked with appropriate parameter numbers and marked in bold, italic text in the equation; − Parameters which use values described in other sections of this paper; − Annual capital costs are calculated based on annuity payback and assuming that the money source for the renovation work is a loan with the annual loan cost ratio of 5 % and a 20-year loan term. Renovation costs used in the calculations (Table 2, parameter 13) are based on price lists obtained from construction companies for Option 1 and Option 2 renovation packages of a standard 5-storey precast concrete building.
MODIFIED DH AREA CONDITIONS
The main properties and values illustrating modified DH area conditions are shown in Table 3 . These values describe conditions where almost all consumers' buildings in the DH area are renovated in accordance with Option 2 (using EAHP, and parallel consumption is maximized), and the share of buildings renovated using Option 1 (the HRV case) is negligible. If Option 2 prevails in building renovations, it will affect heat prices and heat delivery from the boiler station. Heat prices will increase because fixed heat production, operating and maintenance costs (absolute values) will remain the same, while the share of fixed costs will increase due to reduced heat consumption in the DH network.
Some clarifications on the structure of Table 3 are as follows: − Reduction of heat consumption in the DH network means that relative heat loss in the DH network will be increased because the absolute value of heat losses will remain the same. For basic DH area conditions (most buildings are renovated according to Option 1) relative DH losses constitute 15 % or 31 MWh as an absolute value for a typical renovated 5-story large-panel concrete apartment building (Table 2 , parameter 18). If we increase the share of buildings renovated according to Option 2 (modify DH area conditions for a renovation solution with a higher parallel consumption rate), then the heat consumption from DH network will be 85 MWh annually and relative heat losses will constitute 27 %; − DH heat price is calculated based on Option 2 related data and is also valid for Option 1. Fig. 2, Fig. 3, Fig. 4 and Fig. 5 illustrate the impact of an increased share of implementing Option 2 building renovation solution (use of EAHP with high parallel consumption) on buildings and the DH network, compared to basic DH area conditions, where almost all buildings are rehabilitated in accordance with Option 1 (HRV without parallel consumption) and the share of buildings renovated using Option 2 (EAHP case) is negligible. Thus, we assume that the impact of Option 2 on heat prices and heat losses is also negligible. The figures below are based on calculations provided in Table 2 and Table 3 . Reduction of heat consumption in the DH area in case of an increased share of Option 2 implementation will have a negative effect on the DH network's relative heat losses and heat prices (Fig. 3) . These effects are more profound when the share of buildings renovated in accordance with Option 2 is larger. Based on assumptions and the initial data used in this article, relative heat losses in the DH network will increase from 15 % (100 % renovated in accordance with Option 1) to 27 % (100 % renovated in accordance with Option 2). Heat price will increase by more than 55 % (from 55 EUR/MWh up to 86 EUR/MWh). Relative heat loss in DH network DH heat price Share of fixed costs in DH heat price Heat consumption from DH network 9 CO2 emissions from electric power generated and CO2 emissions from fossil fuel combustion in DH depend on the share of fuels used for heat generation, their CO2 specific emissions and electricity specific emission. Based on assumptions and initial data, the increase in Option 2 implementation in building renovations will increase CO2 emissions up to 40 % (electricity consumption's CO2 specific emission is about 5 times higher than that of natural gas). The impact of an increased share of Option 2 building renovation solution implementation on CO2 emissions from energy production (DH heat and electricity) is presented in Fig. 4 . In general, the use of Option 2 will lower annual costs. However, an increase in the number of buildings renovated based on Option 2 will increase heat prices and total annual costs. This means that if the share of buildings renovated using Option 2 (with EAHP) is small, and then these buildings will benefit from cost reduction; however, each additional building renovated with Option 2 will reduce this difference, compared to a situation where almost all buildings are renovated based on Option 1.
COMPARISON
The total annual costs for consumers in the DH area where a majority of buildings are renovated based on Option 2 will be almost the same as the costs for buildings renovated in accordance with Option 1 where parallel consumption is minimized (i.e., almost all buildings are renovated based on Option 1). A summary of impacts related to the use of renovation solutions based on EAHP (Option 2), compared to basic DH area conditions (i.e., almost all buildings are renovated in accordance with Option 1) for the DH network and DH area buildings can be found below. Calculated values are valid for the DH area which is defined by the same preconditions and assumptions as described in this article. Positive impacts include:
− The 40 % return on renovation costs provided by Estonian renovation grant program can be received with a considerably smaller investment (around 10 %), as compared to the renovation solution based on HRV. Exact values for real buildings may vary; − A nearly identical primary energy consumption level can be achieved with reduced (up to 7 %) annual costs (annual capital costs, DH heat costs and electricity costs).
Negative impacts include:
− Electricity consumption will increase up to 41 %; − Relative heat losses in the DH network will increase up to 90 % (from 15 % to 27 %); − The use of Option 2 will increase CO2 emissions related to energy production for the DH area buildings by 37 %. The reason for that is the fact that EAHP consumes a significant amount of electricity in order to drive the heat pump, and electricity has a high CO2 emission factor; − A decrease in heat consumption in the DH network will increase DH heat prices.
The total annual costs for consumers in the DH area, where almost all buildings are renovated based on Option 2, will be almost the same, as the costs for consumers who live in buildings renovated in accordance with Option 1, where parallel consumption is minimized (i.e., almost all buildings are renovated based on Option 1).
SUMMARY AND DISCUSSION
The use of EAHP has a negative impact on the DH sustainability (relative heat losses in the DH network, DH heat prices, consumption reduction) and CO2 emissions related to energy delivery (heat and electricity) to the DH area consumers. Positive aspects of EAHP use include the fact that nearly the same primary energy consumption level can be achieved with reduced (up to 7 %) annual costs (annual capital costs, DH heat costs and electricity costs) and smaller initial investments (about 10 %). At the same time, every building renovated with EAHP will have a negative impact on heat prices. In the DH areas where almost all buildings are renovated with EAHP, the cost savings are not as evident compared to buildings with an HRV in the DH areas, where the use of parallel consumption solutions (EAHP) is minimized. The total annual costs for consumers in the DH area where a majority of buildings are renovated based on EAHP will be almost the same as the costs for buildings renovated with HRV.
In case of combined heat and power (CHP) usage in the DH network, additional negative effects will appear. CHP can operate over longer periods with partial loads, when electrical energy efficiency coefficient is lower, leading to reduced CHP electricity-to-heat ratio. In these circumstances CHP operation can become unprofitable. In additions when heat load is below the required minimum, it is not possible to keep CHP working in operation regime. HRV and EAHP based parallel energy consumption increasing leads to the situation, when summer DH heat load is reduced or even excluded. At the same time winter heat load peaks remain relatively at the same level and DH operator should cover these peaks.
It is reasonable to promote these renovation packages and solutions that benefit the building's primary energy reduction, and also do not increase electric energy consumption (additional electric power generators are needed), and do not damage DH networks.
